water chiller unit

running weight: about 20T
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water outlet temp. 1°C L + +++++++++++++ﬁ+ A}Jr HLt T,
water pressure 1.5~5bar ++++++++++++++++++++++++++++++++++++++++ rot
water flow 15m’/h 12192 1200
power supply 380V /50Hz/3P
refrigerant R22 Note:
installation power about 210kW 1. Unless special instruction, it shall follow our standard
duct fication;
outside dimension 12192x2438x2896 proguct specitication
2. All water, electrical and refrigerant lines should be
running weight about 16T connected to designated ports by client on sites
Itemref | Quantity | Title/Name, designation, material, dimension etc Article No./Reference
3. This drawing is for your reference only; Deskned by Checked by Approved by - dafe ErT— Date S
L. Detailed supply scope is subject to the Sales Confract; 2150121
15T/hr Water Chiller Layout Drawing
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